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CONSTRUCTION DOCUMENTS RD

PLAN DETAILS

1-A24

 1 1/2" = 1'-0"
2

COLUMN @ SOUTH ENTRANCE
 1 1/2" = 1'-0"

3
EXTERIOR WALL AT 135 DEGREE ANGLE

 1 1/2" = 1'-0"
4

EXTERIOR DOOR AND RATED WALL DETAIL

 1 1/2" = 1'-0"
5

EXISTING COLUMN & CONCRETE WALL @ ENTRY VESTIBULE

BRICK VENEER

3" RIGID INSULATION

SHEATHING

FURRING STRIP

GYPSUM BOARD

2 1/2" METAL STUD

12" CONCRETE WALL

 1 1/2" = 1'-0"
7

COLUMN CONDITION @ ENTRANCE

BRICK VENEER

16 GA. BRICK
ANCHORS @ 24"
O.C. VERT.

CONTINUOUS WIRE

8" x 8" TUBE STEEL
RE: STRUCTURE

BRICK TIES @ 24" O.C.
HORIZ. & VERT.

BRICK VENEER

MITER BRICK IN FIELD

2" RIGID INSULATION

SHEATHING

CONCRETE COLUMN -
RE: STRUCT.

FURRING STRIPS

6" METAL STUD

HANDRAIL

6" METAL STUD

2" RIGID INSULATION

5" EFIS

ALUMINUM STOREFRONT

SEALANT, BOTH SIDES

METAL CLOSURE

AIR BARRIER
EXTEND RATING TO SHEATHING

AIR BARRIER

BRICK TIES @ 24"
O.C. HORIZ. & VERT.

AIR BARRIER

P.T. WOOD BLOCKING

EXISTING BRICK VENEER - CUT AT
FOR NEW BLOCKING

BRICK TIES @ 24" O.C.
HORIZ. & VERT.

SEALANT AND BACKER ROD

10 5/8" ALUM. CURTAINWALL
WITH REINFORCING AS REQ'D
BY MFR.

 1 1/2" = 1'-0"
11

MECH BRIDGE CONNECTION

GYPSUM BOARD

METAL CLOSURE SEALED BY
SEALANT AND BACKER ROD

TIE INTO EXISTING AIR BARRIER

2" EXPANSION JOINT COVER

BRAKE METAL COVER

ALUM. DOOR - RE:
ELEVATIONS

EXISTING CONCRETE
COLUMN

METAL PANEL
RAINSCREEN

2" RIGID INSULATION

BRICK VENEER

BRICK TIES @ 24" O.C. HORIZ.
& VERT.

6" METAL STUD

SHEATHING

6" METAL STUD

SHEATHING

METAL CLOSURE

NEW BRICK VENEER TO
MATCH EXISTING

GUARDRAIL

 1 1/2" = 1'-0"
1

ACCESS PANEL JAMB DETAIL

2 1/2" METAL STUDS

90 MINUTE RATED ACCESS
DOOR - 36" X 36", MOUNT 12"
ABOVE FINISHED FLOOR

2 HR SHAFTWALL ASSEMBLY -
RETURN TO CONC. WALL

SPRING CLOSER

6" METAL STUDS

2 LAYERS GYP. BD.  ALIGN
OUTSIDE FACE WITH C-- WALL

2" SPRAY FOAM
INSULATION

2" SPRAY FOAM
INSULATION

ADHERE ROOFING
MEMBRANE TO BACK
OF PARAPET

ADHERE ROOFING
MEMBRANE TO BACK
OF PARAPET

MEMBRANE ABOVE
COPING OF METAL
PANEL WALL

REGLET FLASHING ON
BRICK ABOVE COPING
OF METAL PANEL WALL.
WRAP FLASHING 8" MIN.
UP VERTICAL SURFACE
OF WALL

EDGE OF ROOF
SURFACE BELOW

 1 1/2" = 1'-0"
9

INTERIOR EXPANSION JOINT PLAN DETAIL

EXPANSION JOINT COVER

INSIDE CORNER
EXPANSION JOINT COVER

FIRE RATED FILLER AT
RATED PARTITIONS

EXTEND RATED PARTITIONS TO
COLUMNS AT INTERSECTIONS

OUTLINE OF FLOOR TO WALL
EXPANSION JOINT COVER
BELOW

OUTLINE OF FLOOR
EXPANSION JOINT COVER
BELOW

EXISTING COLUMN

SEALANT AND BACKER ROD/
COMPRESSINLE FILLER

2" RIGID INSULATION

EXTRA INCH OF RIGID
INSULATION AT COLUMN

SEALANT

CONC. WALL BELOW -
RE: CIVIL

CONC. WALL BELOW -
RE: CIVIL

CONC. WALL BELOW -
RE: CIVIL

CONC. WALL BELOW -
RE: CIVIL

 1 1/2" = 1'-0"
10

CORNER AT BRICK AND EFIS
 1 1/2" = 1'-0"

12
DOOR AND LOUVER JAMBS IN EFIS SYSTEM

REINFORCING MESH AND STUCCO
FINISH - EMBED IN BASE COAT AT JAMB

SHEATHINGALUM. LOUVER

6" METAL STUDSFLASHING TAPE

2" RIGID INSULATION

BRICK VENEER - RETURN BRICK
AT CORNER TO MEET EIFS

AIR BARRIER

METAL COPING BELOW - WRAP FLASHING
8" MIN. UP VERTICAL SURFACE OF WALL

2" SPRAY FOAM INSULATION

SEALANT AND BACKER ROD

CEMENT BOARD WITH
TAPED JOINTS AND
WATER RESISTANT
STUCCO FINISH

REINFORCING MESH AND STUCCO
FINISH - EMBED IN BASE COAT AT
JAMBS

SHEATHING

ALUM. LOUVER

6" METAL STUDS

FLASHING TAPE

CEMENT BOARD WITH
TAPED JOINTS AND WATER
RESISTANT STUCCO FINISH

HOLLOW METAL DOOR FRAME

SEALANT, BOTH SIDES

AIR BARRIER

 3" = 1'-0"
6

DETAIL OF EXISTING COLUMN & CONCRETE WALL @ ENTRY VESTIBULE

2" EXPANSION JOINT COVER

EMBED AIR BARRIER IN SEALANT

AIR BARRIER

COMPRESSIBLE
INSULATION

5" EFIS

AIR BARRIER

CORNER BEAD

8
NOT USED

AIR BARRIER

DOOR SILL ELEVATION @ 8"
ABOVE ROOF SURFACE


